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Type 1 Type 4 1. 18" 1o 24 Scrow Adjustable
D IP D ”:) 2. 6" Schedule 40 PVC for Extension
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TYPE 4 BEODING IS REQUIRED T echen T Gate Valve Detail
SHALL HAVE STONE UP TO
SPRING LINE. NTS
NTS W-1

Standard Spacification and Detall for:

Water Pipe Bedding

3 — - Vertical Bend .
A Threaded Rod
..¢_°“3".4"., '
N N e Ductile Iran Pipe
6 _ ' Width: 1.5C

Cast iron Lid
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Siandard Spetification and Dalall for:

Vertical Bend

Standard Specification and Detall for:

Valve Marker
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Standard Specification end Defall for:

Fire Hydrant w/ Check Valve
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PIPE DIMENSIONS BIPE DIMENSIONS - PIPE - DIMENSIONS

DIA, (FEET) DIA, (FEET) DA, (FEET}

{INGHES) | A g C 3] {INCHES) [ A [} c D (INCHES) | A B8 C D
24 {30 (70 {70 |45 24 20 |36 | 35 | 26 24 20 (60 |60 | 30
20 |25 |60 |60 |40 20 20 |30 |30 |20 20 25 |60 160 |25
18 |26 (56 |60 |35 18 15 |30 | 3.0 |15 " 18 25 |46 145 |20
16 120 (50 | 50 |35 16 15 |25 |25 {15 16 25 {40 40 | 20
14 {20 |40 |40 |25 14 15 {25 |25 |10 14 20 135 135 |15
12 {15 |35 | a5 |25 12 1.5 |20 |20 |10 12 20 (30 |30 |15
¢ (20 |30 |30 |20 10 1.0 |20 {20 |10 10 i5 |26 |25 | 1.0
8 10 |25 |25 |20 8 10 |15 |15 |10 8 15 |20 (20 |10
6 1.0 |20 120 |15 6 10 |15 156 | 10 6 15 115 115 | 10
4 10 (15 |15 |15 4 10 110 |10 |10 4 1.0 110 |10 |10

45 DEGRFE BEND 11.25 DEGREE BEND TEE
24 |25 |s5 55 { 4.0 24 20 130 | a0 | 1.0 24 |25 |60 |60 |35
20 |20 |45 40 | 30 20 16 125 | 25 | 1.0 20 [25 |50 |50 |30
18 |20 |40 40 | 30 18 1.5 {20 | 20 | 10 18 |15 |45 (45 |30
16 |20 |35 35 i 25 16 15 20 | 20 | 10 6 |15 |40 |40 |23
14 1.5 3.0 3.0 2.0 14 1.5 1.5 1.5 1.0 i4 1.5 3.5 3.5 25
12 1.5 3.0 2.5 2.0 12 1.5 1.5 1.5 1.0 12 1.5 3.0 3.0 2.0
10 1.8 25 2.0 2.0 10 1.0 1.5 1.5 1.0 10 1.5 2.5 25 115
8 1.6 {20 20 | 15 8 10 |10 (10 | 10 8 10 {20 [20 |15
6 1.0 |15 15 | 1.0 ] 1.6 |10 | 10 | 10 & .0 |16 |15 |15
4 1.0 {10 1.0 | 1.0 4 .0 L10 |10 | 10 4 1.0 |10 |10 |10
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1. Dimensions of thiust blocks are based on pressure of 150 PSI and soil pressure of 2000 PSF,

2. Additional concrate blocking e required for pressures greater than 150 PS! or If altowable soil
prassure is less than 2000 PSF,

3. Concrefe Is to be Class “B* (2500 PS).

4. Concrete thrust blovks are required al ali tees, fire hydrants, wyes, plugs, caps, and bends of
11.25 degrees or more.

Thrust Block Detail
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Standard Specification and Detail for:

Thrust Block
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CROSS-SECTION

Note: 1. Servive Clamps required on alf connactions
iarger than 1" dia. fo water main.
2. All Water Melers fo be provided by Athens
Clarke County Public Utilities.

Water Service Connection Detail
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Standard Specification end Datalt for:

Water Service Connection

Know what's below

Call before you dig
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